
...\ED-04 MAT.dgn  5/23/2006 12:17:42 PM

PANEL BOARD: MAT LOCATION: XXXXXXX MOUNTED: SURFACE FEED: BOTTOM

XXXX MAIN MAIN LUGS OR FEED THRU LUGS ASYM A.I.C MIN.: XXXXX
VOLTAGE:    240/120 PHASE: 1 WIRE: 3 RATING: NEMA 3R

LOAD SERVED NO. 
POLES

TRIP 
AMPS

WIRE 
SIZE A B CKT 

NO.
CKT 
NO. A B WIRE 

SIZE
TRIP 

AMPS
NO. 

POLES LOAD SERVED

--- 1900
--- 1900

SPARE 1 20 --- --- 5 6 50 12 20 1 TDP AND MR
SPACE 7 8 --- --- 20 1 SPARE
SPACE 9 10 1 SPACE
SPACE 11 12 1 SPACE

0 0 1950 1900
TOTAL VA PHASE A: 1950
TOTAL VA PHASE B: 1900

TOTAL CONNECTED WATTAGE: 3,850
DEMAND WATTAGE: 3,800

SUPPLIED FROM: TRSF-XX TOTAL DEMAND AMPS: 16

VA/ PHASEVA/ PHASE

21 MAT (NEMA L14-20R, 2-
NEMA L5-20R)12 20 2SURGE ARRESTOR 2 ---- ---


